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DETAIL "A”

/7 SEE DETAIL

NOTES:

1. ALL UNITS ARE DESIGNED IN ACCORDANCE WITH APPLICABLE NEMA,
UL, ANSI, AND IEEE STANDARDS.

DRY-TYPE VENTILATED, CLASS AA, NEMA TYPE 2 ENCLOSURE.
RECOMMENDED FOR INDOOR INSTALLATION ONLY.
TRANSFORMERS ARE FLOOR MOUNTED.
220°C CLASS INSULATION SYSTEM.

PAINT COLOR IS A
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NSI #61.

ALUMINUM UNITS HAVE ALUMINUM WINDINGS AND TERMINATIONS.

COPPER UNITS HAVE COPPER WINDINGS AND TERMINATIONS.
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ALUMINUM| COPPER

FR836 |635(288)|760(345) |52.12(1323) | 25.94(659) | 24.68(627) | 24.25(616) [ 20.50(521) | 1.50(38)
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4.79(122) [12.00(305) |8.00(203) | 3.25(83) | 6.16(156) | 3.50(89
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