Instruction Leaflet for LG-Frame Direct Rotary Handle Mechanism

**Warning**

DO NOT ATTEMPT TO INSTALL OR PERFORM MAINTENANCE ON EQUIPMENT WHILE IT IS ENERGIZED. DEATH OR SEVERE PERSONAL INJURY CAN RESULT FROM CONTACT WITH ENERGIZED EQUIPMENT. ALWAYS VERIFY THAT NO VOLTAGE IS PRESENT BEFORE PROCEEDING.

1. Include with Interlock Version

2. Install Spacers

3. 10 in-lb (1.1 Nm)

4. Place both handles in "OFF" position.

5. "LOCK OFF" FEATURE

Test for OFF, ON, Trip, and Reset.

Remove wire tie after installation.

Effective 11/08
Cut front of panel enclosure.

Breaker mounting holes.

Interlock Hook Mounting (Interlock Version Only)
Interlock Version Only

For 3 pole breaker mounting, drill and tap four M5 x .8 holes into mounting plate.

For 4 pole breaker mounting, drill and tap 6 holes.