Read Warning label before proceeding

1. Remove Secondary Cover.
2. Attach the Transition Plate to the Breaker. Tighten to 24 in-lb (2.7 Nm).
3. Attach the Collar to the Transition Plate. Tighten to 24 in-lb (2.7 Nm).
4. Install the cable in the Collar. Tighten the Collar Screw to 275 in-lb (31 Nm).
5. Slide the Terminal Shield down through the Breaker Slots while pulling bottom Shield Tabs outwards away from the Breaker.
6. Reinstall the Secondary Cover. Tighten screws to 13 in-lb (1.5 Nm).
7. (Using pliers break off Cover Extension for the load end only) Press Terminal Shield Cover into the Secondary Cover.

**PACKAGE CONTENTS:**
- 1 - Warning label
- 1 - Terminal Shield
- 1 - Terminal Cover
- 4 - Collars
- 4 - Collar Transition Plate
- 8 - Screws

**TORQUE SPECIFICATIONS:**
- To 10-13 in-lbs. (1.1-1.5 Nm)
- To 24 in-lbs. (2.7 Nm)
- To 275 in-lbs. (31 Nm)