SECTION 23 05 29
HANGERS AND SUPPORTS FOR HVAC PIPING AND EQUIPMENT

******************************************************************************
Throughout this document you will find these ‘specifier notes’ or links to specific electronic resources to better serve your needs. If you have any questions or comments, please contact your local Eaton B-Line Division sales representative, email blineus@eaton.com or call (618) 654-2184.
******************************************************************************

PART 1 GENERAL

1.1 SUMMARY

A. The work covered under this section consists of the furnishing of all necessary labor, supervision, materials, equipment, and services to completely execute the pipe hanger and supports as described in this specification.

B. Continuous slot, fiberglass framing channels and all associated fittings and hardware.

C. Trapeze type supports for pipe, conduit, and other similar systems.

******************************************************************************
Non-metallic hangers and supports have requirements in addition to standard metal materials. For general work details not specifically covered by this section, reference section 15140- Pipe Hangers and Supports.
******************************************************************************

1.2 REFERENCES


F. AISI – American Iron and Steel Institute

G. UL94 - Tests for Flammability of Plastic Materials for Parts in Devices and Appliances.

H. MSS SP-69 - Manufacturers Standardization Society: Pipe Hangers and Supports- Selection and Application

1.3 DEFINITIONS

A. Firestopping (Through-Penetration Protection System): Sealing or stuffing material or assembly placed in spaces between and penetrations through building materials to arrest movement of fire, smoke, heat, and hot gases through fire rated construction.

1.4 SUBMITTALS

A. Submit product data on all hanger and support devices, including shields and attachment methods. Product data to include, but not limited to materials, finishes, approvals, load ratings, and dimensional information.

1.5 QUALITY ASSURANCE

A. The manufacturer shall be regularly engaged in supplying non-metallic support systems for the types required, and whose products have been in satisfactory use in similar service.

B. The manufacturers name and part number shall be marked on all FRP framing channels. The product should be color-coded or otherwise indicate the material type.

C. Hangers and supports used in fire protection piping systems shall be listed and labeled by Underwriters Laboratories.

D. Steel pipe hangers and supports shall have the manufacturer’s name, part number, and applicable size stamped in the part itself for identification.

E. Hangers and supports shall be designed and manufactured in conformance with MSS SP 58.

F. Supports for sprinkler piping shall be in conformance with NFPA 13.

1.6 QUALIFICATIONS

******************************************************************************

Include the following paragraph if a list of manufacturers is not included or when substitutions are allowed to define applicable requirements. [] denotes a variable or choice

******************************************************************************
A. Manufacturer: Company specializing in manufacturing Products specified in this section with minimum [_____] years of documented experience, and with service facilities within [_____] miles of Project.

1.7 PRE-INSTALLATION MEETINGS

A. Section 01 30 00 - Administrative Requirements: Pre-installation meeting.

B. Convene a minimum of [_____] week(s) prior to commencing work of this section.

1.8 DELIVERY, STORAGE, AND HANDLING

A. Section 01 60 00 - Product Requirements: Requirements for transporting, handling, storing, and protecting products.

B. Accept materials on site in original factory packaging, labeled with manufacturer's identification.

C. Protect from weather and construction traffic, dirt, water, chemical, and damage, by storing in original packaging.

PART 2 PRODUCTS

2.1 ACCEPTABLE MANUFACTURERS

A. Subject to compliance with these specifications, wire basket cable tray systems to be installed shall be as manufactured by the following:

1. Eaton’s B-Line Division. 509 West Monroe Street, Highland, IL, 62249, USA. Phone:(618) 654-2184 or email blineus@eaton.com

2. Engineer approved equivalent

2.2 GENERAL

A. Materials - The materials to be used are as follows

1. Polyester resin fiberglass: Fiber reinforced fire retardant polyester thermosetting resin. Material shall have a maximum Flame Spread Index rating of 25 in accordance with ASTM E84; flammability shall meet UL 94 VO and shall conform to the self-extinguishing requirements of ASTM D635.

2. Vinyl ester resin fiberglass: Fiber reinforced fire-retardant vinyl ester thermosetting resin. Material shall have a maximum Flame Spread Index rating of 25 in accordance with ASTM E84, flammability shall meet UL 94 VO and shall conform to the self-extinguishing requirements of ASTM D635.


4. Stainless steel: AISI type 316 meeting the requirements of ASTM A167.
B. Ultraviolet resistance: All materials shall have means of providing UV resistance.

2.3 PIPEHANGERS

A. Clevis hangers shall be glass-reinforced polyurethane, Eaton B-Line series BFP3104, for support of piping up to 6 inches. Clevis hangers shall be glass reinforced polyester or vinyl ester for support of piping from 8 to 12 inches. Provide insulation for hot piping to limit the surface temperature at the hanger to 120 F.

2.4 STRUT CHANNELS AND TRAPEZE SUPPORTS

A. All strut channels shall be polyester [vinyl ester] resin manufactured by the pultrusion process. The reinforcing material shall consist of unidirectional roving, continuous mat and special spun roving in the channel lips for additional pull out strength. All surfaces shall have a synthetic surface veil to ensure a UV resistant resin rich surface.

B. Strut shall be designed to accept both non-metallic or stainless steel hardware and accessories.

C. Strut shall conform to the requirements of ASTM D4385 for Levels III and IV.

D. Strut shall be 1-5/8” wide in varying heights, combinations and contain hole patterns as required to meet load capacities and designs indicated on the drawings.

E. The manufacturers name and part number shall be marked on the strut to indicate the product series and material used.

2.5 STRUT FITTINGS AND ACCESSORIES

A. Molded strut fittings shall be glass-reinforced polyurethane.

B. Non-metallic pipe clamps shall be glass-reinforced PPO with type 316 stainless steel hardware, B-Line series BFV2000. Include additional stop-lock kit for vertical applications.

C. Two-hole pipe clamps shall be glass reinforced polyester, B-Line series BFP-2400.

D. Non-metallic U-Bolts shall be glass reinforced polyurethane, B-Line BFV501.


F. All threaded hardware shall be type 316 stainless steel [glass reinforced polyurethane]. Note manufacturers recommended torque for mating hardware (such as non-metallic channel nuts).

2.6 BRACKETS

A. Strut brackets shall be polyester [vinyl ester] resin fiberglass with type 316 stainless steel rivets, B-Line series BF*-409 or BF*-494.
B. All brackets shall be stainless steel type 316 [304]. B-Line series B409, B494 or similar.

2.7 BEAM CLAMPS

A. Strut brackets shall be polyester [vinyl ester] resin fiberglass with type 316 stainless steel rivets, B-Line series BF*-409 or BF*-494 series.

2.8 CONTINUOUS CONCRETE INSERTS

A. Concrete inserts shall be polyester or vinyl ester fiberglass manufactured by the pultrusion process. B-Line series BF*-22I. Inserts shall be provided with removable Styrofoam insert.

PART 3 EXECUTION

3.1 FIELD CUTTING AND DRILLING

A. Repair all field cuts with resin to seal all exposed fibers, B-Line series brush on acrylic resin RSK-010. Exposed fibers absorb moisture and will accelerate the deterioration of the material.

Appropriate protective clothing and respiratory protection should be worn when field cutting or grinding fiberglass.

3.2 HARDWARE TORQUE

A. Follow manufacturers torque requirements for any non-metallic hardware, noting that the recommended torque is significantly less than the torque for steel hardware.

B. When bolting through the side of strut channels, provide a spacer to prevent wall compression, B-Line series BFPUC650.

3.3 SUPPORT SPACING

A. Support spacing for strut trapezes or single rod hangers shall be calculated for each assembly. The load rating for each assembly is based on the lowest rated component: upper attachment, rod, nuts, hanger, or other components.

B. Spacing shall not exceed maximum recommended support spacing for piping. Contact pipe manufacturer for maximum hanger spacing for non-metallic piping. Metal pipe hanger spacing is given in the Manufacturers Standardization Society SP-69, Table 3.

C. Beam loading for strut trapezes shall conform to manufacturers published load data for the operating temperature. Consideration for deflection shall be given.
The strength and corrosion resistance of non-metallic materials are temperature sensitive. Please note the temperature ranges of the areas that the supports are to be installed.

END OF SECTION